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General Information 
 
Property Address Somewhere   
 

City Cleveland                           State Ohio                                   Zip 44107  
 

Contact Name   Anthony Perry  
 

Phone (216) 544-9322       
 

 
 

Client Information 
 
Client Name Anthony Perry 
 

Client Address Somewhere. 
 
City Cleveland                     State Ohio                                      Zip 44107 
 

Phone (216) 544-9322   
 

 
 

Other Information 
Inspection of Plumbing, Heating and A/C, Foundation, Electrical, Swimming Pool, Roof,  
Hallways, Lighting, Appliances, Carpeting, Parking Lots, Side Walks, ADA and Fire 
Alarms, Visual Mold, Asbestos and Radon. Customer request 5 pictures of each 
apartment. 
 
 
Note: The following apartments were not inspected:  
(226 ï Was not dressed and prepared)(233 ï Was not prepared) (213 ï Was not 
prepared) (217 ï Was not prepared) (204 ï Disgruntled, very unhappy) (329 ï Elderly, 
Sick) (324 ï Sick Tenant) (316 ï No Entry, not prepared) (113 ï No entry) (112 ï No 
entry)  The Management was very helpful and prepared to assist in any way. 
 
Note: Complex has pets. (Dogs and Cats) 
 
 
Please see picture report showing all described items in this report. 
 
 

 

  
 
 
 



 
 

 

GENERAL BUILDING AND GROUNDS INFORMATION  
 

 EXTERIOR  
FRONT 
West   
Brick  work is in good condition.  The trim on the building has wood rot in many places. Some the 
trim has peeling paint. There was no sign of settlement at the time of inspection.  

RIGHT SIDE 
North   
Bric k work is in good  condition.  The trim on the buildin g has wood rot in many places. Some the 
trim has peeling paint. There was no sign of settlement at the time of inspection.  There was sign of 
previous repairs.  

REAR 
East   
Brick work is in good condition.  The trim on the building has wood rot in many places.  Some the 
trim has peeling paint. There was no sign of settlement at the time of inspection.  There was sign of 
previous repairs.  

LEFT SIDE 
South  
Brick work is good condition.  The trim on the building has wood rot in many places. Some the trim 

has peeling p aint. There was no sign of settlement at the time of inspection.  

 

 PUBLIC SPACES 
DRIVEWAY OR PARKING AREA 
Concrete needs repaired , du e to unevenness and  cracking some areas may be a trip hazard . 

CURB CUT 
Concrete is cracked and needs repaired.  

STREET WALK (SIDEWALK) 
Concrete is in fair condition, due to settlement, heaving, cracking and crazing condition must be 
corrected due to trip hazard conditions . 

FRONT ENTRY PATH  
Steps are in good condition.  The steel post holding the canopy up does have rust and nee ds to have 
the rust removed and rustproof paint applied.  

DRAINAGE 
This is fair, because of  topography.  

  

 INTERIOR  
HALLWAYS, STAIRS & STAIRWELLS 
They a re all clean and need to have wallpaper repair in all of the hallways. The ceilings in the 
hallways need to be secured properly due to sagging.  

LOBBY 
Walls, floor, ceiling and trim are in fair condition.  The carpeting needs to be stretched due to 
wrinkles and this could be a trip hazard. There is an excessive wear pattern at pool entrance side 
door. There is  security cameras in the lobby that are not used. The stairwells were very clean and in 
good shape.  

LAUNDRY AREA 
Functional flow, water pressure and drainage are good.  Venting on the dryer and washer drains 
were in good condition. Walls, floor, ceiling and  trim are in fairly good condition.   

 

 



       PLUMBING  
PLUMBING IN THE APARTMENTS 
The plumbing in the apartments and main service was in good condition.  There is efflorescence on 
the pipes in the boiler room that needs to be cleaned off before a leak start s due to the corrosion.  

DRAIN AND SEWER LINES 
Apartments 125 and 131 have a problem of sewer backup in the bathtubs and sinks. A work order 
was submitted by the manager.  

     

       AIR CONDITIONING AND HEATING  
AIR CONDITIONING 
A/C work in the apartment b ut most tenants did not use . Most of the air conditioners were  not  being 
used by the tenants. Units need to be cleaned and service.  

FURNACE'S 
Furnaces were very dirty and needed serviced. The heat exchangers do have rust and need to be 

checked by a contrac tor  for cracks . If cracks are found the furnace will need to be replaced  

FURNACE VENTING 
The vents in the furnace rooms need to be repaired to prevent birds and other animals from making 
nest in this area. Screens are missing and bent.  

 

       EXERCISE ROOM AND PARTY ROOM  
EXERCISE ROOM 
The exercise and party room were  in good condition. The carpet has a tear in the exercise and 
excessive wear . 
 

       GARAGES 
GARAGES 
The garages were in good shape. S ome of the garage doors have  dents. Some of the siding on the 
side s and the backs of the garage were broken and cracked due to be bumped or lawn care. The 
garage door openers are Quantum.  

GARAGE ROOFS 
The garage roofs were in good shape. Walls, floor, ceiling and trim are in fair condition. The 

carpeting needs t o be stretched due to wrinkles and this could be a trip hazard. There is an 
excessive wear pattern at pool entrance side door. There is security cameras in the lobby that are 
not used. The stairwells were very clean and in good shape.  
 

       POOL 
POOL 
The poll was working properly with the correct back pressure. The concrete around the pool does 
have 2 cracks without displacement.   

POOL BUILDING 
There is wood rot in the build walls. The Shake Roof needs to be replaced due to curling.  

 

       LANDSCAPING  
SLOPES 
The slope of the topography  of the land is adequate.   

TREES AND SHRUBS 
The tress and shrubs need to be trimmed 12" from the building and removed from the roof.  

        

      ROOF 
ROOF 
The roofs were in good shape. The re  were some  signs  of curling an d no  missing shingle at the time 
of inspection.   



SOFFITS 
The soffits had no problems at the time of inspection.  

FASCIA  
The fascia had no problems at the time of inspection at the roof level.  

GUTTERS AND DOWNSPOUTS 
The gutter had no problems. There was 1 s ection that had been replaced. The re  was a problem at 
the rear of the building where there is a flex line hooked up to the down spout that had holes.  

      

       SIDEWALKS AND DRIVEWAYS  
SIDEWALKS 
The side walks had cracks through out the area and should b e repaired due to trip hazards.  

DRIVEWAY AND PARKING LOT 
There are cracks with separation and chunks missing. There have been sections replaced. Some of 
the areas could be a trip hazard and needs replaced.  

CURBS 
Some of the curbs have severe damage. These area need to be replaced.  
 
 

        PATIOS, SCREENS AND WINDOWS 
PATIOS 
There some patios on the ground floor level have cracks with displacement and need replaced. 
Patios on the other levels have stress cracks. The steel fronts on the patios have rust and  some are 
rusted through. The ceilings above the patios are peeling paint and need scraped and painted.   

SCREENS 
There are some of the patio screens that need replaced due holes.  

WINDOWS 
There are two broken windows that need replaced. One in the hallway n ext to the pool and one in 
the apartments.  The window next to the entrance on the right side needs ground level need to have 
the landscape lowered below the window sill.  

 

       FIRE ALARM SYSTEM AND ELEVATOR  
FIRE ALARM 
The alarm system was working at the  time of inspection. Management stated that the servicing 
company information has been given to the purchaser.   

FIRE EXTINGUISHERS  
All fire extinguishers were serviced in March 2006 and need to be serviced once a year.  

 

        CHIMNEYS AND FIREPLACES  
CHIMNEYS 
There were no signs of cracking or displacement in the chimneys at the time of inspection.   

FIREPLACES 
The fireplaces showed that they were used in the past. The damper handles are missing and 

fireplaces should not be used.            

        

RADON, ASBESTOS AND MOLD 
RADON 
There are no signs of cracks or displacement in the foundation. At this time a Radon test is not 
recommended .  

MOLD 
The only suspect mold found was on the bathtub grouting in several apartments. No other mold was 
found during the in spection. At this time a mold inspection is not recommended.  

ASBESTOS 
After checking the boiler room there was no suspected asbestos found. Testing is not 

recommended.  



 

        ADA  
ADA  
There is a ADA Door at the rear of the building. The entrance is over 36" and a 72" turn around that 
leads to an elevator.     

 

      APPLIANCES  
STOVES  
All stove were in good working order according to tenants and test.   

REFRIGERATORS  
All refrigerators were in good working order at the time of inspection.  

DISHWASHERS  
All  dishwashers were in place and  tenants had no problems.  

 

     BOILERS AND WATER TANKS  
BOILER  
The Boiler had adequate pressure on all line and was functional at the time of the inspection. All 
pressure gages were at there proper levels and holding.  

WATER TANKS  
The water tanks were functional at the time of the inspection. The temperatures were set at the 
proper levels.  

 

      ELECTRICAL  
APARTMENT AND MAIN ELECTRICAL  
All of the electrical panels in the units are Federal Pacific with Stablok. These panels  are considered 
a fire hazard. Some of the GFCI's in the apartments did not work in the kitchens and baths. The 
main service panels are all Federal Pacific. It is recommend that an electrician be call to service a nd 
replace all defective panels, replace al l defective GFCI's and install GFCI's where needed.  
Recommend that all outside outlets be upgrade to GFCI's.  

 

A complete estimate should be given by the servicing company. 

 

Unit Number  101      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS       x  

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Int errupters)       x   



  A NP NI  M D 

12 SMOKE DETECTORS  x       

Notes:   A NP NI  M D 

101.3  Recommend replacing carpet 
101.11 See notes in Report on Federal Pacific Boxes and GFCIôs 
 . 

Unit Number  102      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Inter rupters)       x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

102.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

 

Unit Number  103      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        



  A NP NI  M D 

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

103.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

 

Unit Number  104      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES      x     

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting)     x     

10 APPLIANCE S, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)     x     

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

104.8-10 New Tenant (No electricity to test) 
104.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

 

Unit Number  105      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES      x     

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting)    x     



  A NP NI  M D 

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)     x     

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

105.8-10 Vacant Apartment (No electricity to test) 
105.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  106      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

106.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  107      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kit chen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        



  A NP NI  M D 

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTU RES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

107.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  108      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PL UMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixt ures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

108.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  109      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS        x  

2 WALLS   x       

3 FLOORS  x       

4 DOORS       x   

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        



  A NP NI  M D 

8 OUTLETS AND WALL S WITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

109.1  Paint peeling from ceiling (Water damage is possible cause) 
109.4  Damage to hall closet door 
109.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

Unit Number  110      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)       x   

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

110.6  Water damage to cabinet under kitchen sink 
110.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
  (No GFCI in Kitchen) 

Unit Number  111      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        



  A NP NI  M D 

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

111.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  112   No Entry 

Unit Number  113   No Entry 

Unit Number  114      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING       x   

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

114.7  Toilet leaking 
114.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

Unit Number  115      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        



  A NP NI  M D 

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING        x   

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

115.7  Toilet was leaking 
115.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  116      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FI XTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

116.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  117      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       



  A NP NI  M D 

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE  PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light f ixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

117.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
  (No GFCI in Kitchen) 
 

Unit Number  118      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

118.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  119      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       



  A NP NI  M D 

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING        x   

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)       x   

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

119.7  Corrosion on pipe (Evidence of possible leak) 
119.10 Bathroom exhaust fan not working properly 
119.11 See notes in Report on Federal Pacific Boxes and GFCIôs 
 

Unit Number  120      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES        x   

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

120.8   Gap between GFCI outlet and wall  
120.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

Unit Number  121      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       



  A NP NI  M D 

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

121.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
  No GFCI in Kitchen 
 

Unit Number  122      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBIN G  x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures,  and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

122.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
  
 

Unit  Number  123      Date 07/23/07  

  A NP NI  M D 



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITC HES  x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

123.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  124      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOUR CE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANE L AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

124.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 
 

Unit Number  125      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING        x   

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

In terrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

125.7  Tenant complains of flooding on floor at night 
125.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  126      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Inclu des 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

126.11 See notes in Report on Federal Pacific Boxes and GFCIôs 
 

 

Unit Number  127      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

127.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  128      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)       x   

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

128.6  Kitchen drawer broke 
128.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
  
 

Unit Number  129      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

129.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  130      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includ es ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

130.11 See notes in Report on Federal Pacific Boxes and GFCIôs 
 

 

 

Unit Number  131      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS       x  

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING        x   

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

131.3  Carpet stained 
131.7  Water backed up in the bathroom 
131.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
    

Unit Number  132      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

132.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  133      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLE TS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)       x   

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

133.10 Dining Room fan needs balanced or replaced 
133.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  134      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

134.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  135      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

135.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  201      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH  ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)          

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

201.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 
 

Unit Number  202      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

202.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  203      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

203.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

Unit Number  204   No Entry 

Unit Number  205      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

205.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  206      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Ki tchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXT URES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

206.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 
 

 

Unit Number  207      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS        x  

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES     x     

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting)   x      

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixt ures, and operation of garbage disposal if present)    x     

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

207.1   Watermark on bathroom ceiling/paint peeling 
207.8-10 Vacant Apartment (No electricity to test) 
207.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

Unit Number  208      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

208.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
  

Unit Number  209      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS        x  

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

209.1  Bubble in bath ceiling/paint peeling 
209.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

 

Unit Number  210      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Inc ludes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

210.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

 

Unit Number  211      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

211.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

 

Unit Number   212      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

212.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

 

Unit Number  213      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN  EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND  GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

213.11 See notes in Report on Federal Pacific Boxes and GFCIôs  

 

Unit Number  214      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupt ers)       x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

214.11 See notes in Report on Federal Pacific Boxes and GFCIôs  
 

 

Unit Number  215      Date 07/23/07  



  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS  x        

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)       x   

7 VISIBLE PLUMBING        x   

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Includes 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS        x  

Notes: A NP NI  M D 

215.6-7 Bath Cabinet Damage/Grouting on tub needs repaired 
215.11 See notes in Report on Federal Pacific Boxes and GFCIôs 
215.12 Smoke detector non-operational 
 

Unit Number  216      Date 07/23/07  

  A NP NI  M D 

1 CEILINGS   x       

2 WALLS   x       

3 FLOORS  x       

4 DOORS       x   

5 WINDOWS  x       

6 COUNTERTOPS AND CABINETS (Kitchen and Bath)  x        

7 VISIBLE PLUMBING   x        

8 OUTLETS AND WALL SWITCHES   x        

9 HEATING & COOLING SOURCE IN EACH ROOM (Include s 

operation of each source and the presence and operation of venting) x         

10 APPLIANCES, DEVICES AND FIXTURES (Includes ceiling fans, 

light fixtures, and operation of garbage disposal if present)  x        

11 ELECTRICAL PANEL AND GFCIôS (Ground Fault Circuit 

Interrupters)        x   

12 SMOKE DETECTORS  x       

Notes: A NP NI  M D 

216.4  Door hardware missing 
216.11 See notes in Report on Federal Pacific Boxes and GFCIôs   

Unit Number  217   No Entry 




